
ROOF ASSEMBLIES

R1_ LOW-SLOPE ROOF ASSEMBLY

R2_ SLOPED ROOF ASSEMBLY

BUILT-UP ROOFING: BASIS OF DESIGN, MALARKEY 5
SPEC NUMBER: M5-MI-BHC-H

1/2" ISO GUARD RECOVERY 
BOARD

R30 MIN TAPERED INSULATION, 
R45 AVERAGE

6 MIL VAPOR RETARDER

STEEL DECKING

STEEL JOISTS, SEE STRUCT

SEE REFLECTED CEILING PLAN 
FOR CEILING TYPE

1/2" ISO GUARD RECOVERY 
BOARD

R30 MIN. INSULATION

6 MIL VAPOR RETARDER

ROOF DECKING, SEE STRUCT

STEEL STRUCTURE, SEE 
STRUCT

SEE REFLECTED CEILING PLAN 
FOR CEILING TYPE

FLOOR / CEILING ASSEMBLIES

F2_FLOOR ASSEMBLY

FLOOR FINISH, SEE 
FINISH SCHEDULE

POURED CONC OVER COMPOSITE 
FLOOR DECKING, SEE STRUCT

STEEL STRUCTURE, SEE 
STRUCT

SEE REFLECTED CEILING 
PLAN FOR CEILING TYPE

BUILT-UP ROOFING: BASIS OF DESIGN, MALARKEY 5
SPEC NUMBER: M5-MI-BHC-H

EX1_ IMP1 + 6" MTL STUD

6" STUD AT 16" OC

6 MIL VAPOR RETARDER

R21 BATT INSULATION

3" PREFINISHED 
INSULATED METAL 
PANELS, R21 METL SPAN 
7.2 INSUL RIB OR EQUAL

EXTERIOR WALL ASSEMBLIES

5/8" PT PLYWOOD TO 9'; 
WR GWB ABOVE

EX2_MTL + 6" MTL STUD EX3/6_ IMP2 + 6" MTL STUD EX4_ PRECAST + 6" MTL STUD

6" STUD AT 16" OC

6 MIL VAPOR RETARDER

R21 BATT INSULATION

4" PREFINISHED INSULATED 
METAL PANELS, R21 METL 
SPAN 7.2 INSUL RIB OR 
EQUAL

5/8" TYPE "X" GWB

CONTINUOUS AIR BARRIER

EX1
EX2 EX3 EX4 EX5

6" STUD AT 16" OC

6 MIL VAPOR RETARDER

R21 BATT INSULATION

INSULATED METAL PANEL
SYSTEM, BASIS OF DESIGN
CENTRIA FORMAWALL OR EQ.

5/8" TYPE "X" GWB

CONTINUOUS AIR BARRIER

6" STUD AT 16" OC

6 MIL VAPOR RETARDER

R21 BATT INSULATION

5/8" TYPE "X" GWB 5/8" TYPE "X" GWB

5/8" EXTERIOR GWB5/8" EXTERIOR GWB

FRP TO 9'

6" PRECAST CONCRETE
PANELS, PATTERN-
FORMED WITH 
INTEGRAL COLOR

2" RIGID INSULATION

EX5_ IMP3 + 6" MTL STUD

6" STUD AT 16" OC

6 MIL VAPOR RETARDER

R21 BATT INSULATION

5/8" EXTERIOR GWB

CONTINUOUS AIR BARRIER

INSULATED METAL PANEL
SYSTEM, BASIS OF DESIGN
CENTRIA FORMAWALL OR EQ.

CONTINUOUS AIR BARRIER

CONTINUOUS AIR BARRIER

5/8" EXTERIOR GWB

5/8" TYPE "X" GYP BOARD

W1_ WALL - 3 5/8" STUD W2_ WALL - 6" STUD
@ PLUMBING

3 5/8" STUD AT 16" OC

5/8" TYPE "X" GWB

5/8" TYPE "X" GYP BOARD

6" STUD AT 16" OC

5/8" TYPE "X" GWB

INTERIOR WALL ASSEMBLIES

W1 W2

ACOUSTIC INSULATIONACOUSTIC INSULATION

WALL ASSEMBLIES

NOTES

1. TYPICAL INTERIOR WALL ASSEMBLY IS TYPE W1 AND TYPICAL EXTERIOR WALL 
ASSEMBLY IS EX1 UNLESS SHOWN OTHERWISE.  THE TYPICAL INTERIOR AND EXTERIOR 
WALL ASSEMBLIES ARE NOT FLAGGED EXCEPT FOR CLARITY.  ALL NON-TYPICAL 
ASSEMBLIES ARE CALLED OUT.

2. A WALL ASSEMBLY CONTINUES THE FULL ROOM LENGTH, INCLUDING ANY  JOGS,
ANGLES, RECESSES, OR STUB WALLS FOR THE SIDE OF THE WALL UPON WHICH
THE FLAG OCCURS.

3. WHERE DIFFERENT STUD SIZES OCCUR ALONG A CORRIDOR WALL, IT IS
INTENDED THAT THE CORRIDOR SIDE FINISHES ALIGN

4. ALL INTERIOR STUD FRAMING AND FURRING IS 16" O.C. UNO.

5. SEE SHEETS G1.3 & G1.4 FOR FIRE RATING CLASSIFICATIONS OF  WALLS.

6. EXTEND FRAMING, INSULATION, & SHEATHING COMPONENTS TO BOTTOM OF DECK 
ABOVE UNO.

7. PROVIDE FS25 VAPOR BARRIER AT ALL WALLS/LOCATIONS NOTED  WITH VAPOR
BARRIER WHERE VAPOR BARRIER IS NOT COVERED BY SHEATHING (I.E., SHELL SPACES, 
INTERSTITIAL SPACES ABOVE CEILINGS).

8. COMBINATION SHEATHING SUCH AS "B,C" INDICATES ONE SHEATHING MATERIAL
ABOVE OR BELOW THE OTHER.  SEE INTERIOR ELEVATIONS  FOR EXTENT REFER TO 
STRUCTURAL DRAWINGS AND NOTES FOR PROPER INSTALLATION OF MATERIALS LISTED 
IN WALL ASSEMBLIES, INCLUDING INFILL CONNECTIONS AND CONNECTIONS TO 
FOUNDATION AND DECK.

9. PROVIDE R-11 ACOUSTIC INSULATION IN ALL INTERIOR FRAMED WALLS.  ACOUSTIC 
INSULATION IS NOT REQUIRED AT PARTIAL HEIGHT AND PARTIAL LENGTH WALLS, WALLS 
BETWEEN STORAGE ROOMS AND HALLWAYS, OR ELECTRICAL ROOMS.

10. ALL GYPSUM BOARD TO BE TYPE "X" UNO.  ALL GYPSUM BOARD IN "WET" ROOM WALLS 
(TOILET ROOMS, CUSTODIAL ROOMS) TO BE WATER RESISTANT TYPE EXCEPT AS 
NOTED.  DO NOT USE WATER RESISTANT GYPSUM BOARD ON CEILINGS.  WALLS BEHIND 
CERAMIC TILE FINISH TO RECEIVE CEMENT BACKER BOARD.

11. ALL GYPSUM BOARD SURFACES TO BE PREPARED FOR PAINT GRADE FINISH UNO.

12. FOR FINISHES, REFER TO FINISH SCHEDULE AND INTERIOR ELEVATIONS.

13. WALL ASSEMBLY TAGS DESCRIBE MAJOR EXTENT OF EXTERIOR WALL ASSEMBLY, SEE 
ELEVATIONS AND DETAILS FOR TRANSITIONS IN, AND LOCATIONS OF, CHANGES IN 
EXTERIOR WALL ASSEMBLIES.

14. PROVIDE ABUSE RESISTANT GYPSUM BOARDS WHERE NOTED ON INTERIOR 
ELEVATIONS.

15. ON EXTERIOR WALLS, SEE ELEVATIONS FOR LOCATION OF TRANSITION OF EXTERIOR 
CLADDING.  WALL ASSEMBLY REFLECTS GENERAL WALL CONDITION, DETAILS & 
ELEVATIONS WILL INDICATE CHANGES.
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MINERAL CREEK SUBDIVISION LOT 1 BLOCK 6,

CONDITIONAL USE PERMIT - SITE PLAN

LOT 1, BLOCK 6 COVERTYPE SUMMARY (sf)
EXISTING SKATEPARK 9,300
PROPOSED FIRE STATION 1 BUILDING 13,958

PROPOSED FEATURES - IMPERVIOUS
PAVED SURFACES & PARKING 68,500
CONCRETE SIDEWALKS & SURFACES 5,700

SUBTOTAL, IMPERVIOUS AREAS: 74,200

PROPOSED FEATURES - PERVIOUS
GRAVEL TRAINING AREA 24,400
INFILTRATION BASINS 4,800
GREEN SPACE 46,542

SUBTOTAL,  PERVIOUS AREAS: 75,742

VALDEZ

FIRE STATION 1

(18,438 SF)

FF EL 39.75
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