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GENERAL ARCHITECTURAL NOTES
1. INFORMATION SHOWN ON THESE DRAWINGS WAS TAKEN FROM AS-BUILT DRAWINGS PROVIDED BY THE 

OWNER, AND A NON-DESTRUCTIVE WALLKTHRU, AND PHOTOGRAPHS.  THE ACCURACY OF THE 
INFORMATION IS NOT GUARANTEED.  ACTUAL CONDITIONS AND DIMENSIONS SHALL BE FIELD VERIFIED 
PRIOR TO THE START OF WORK.  NOTIFY THE ARCHITECT AND OWNER IMMEDIATELY IF DISCREPANCIES 
ARE FOUND

2. PERFORM ALL WORK IN ACCORDANCE WITH THE LATEST ADOPTED CODES, AS AMENDED BY THE CITY 
OF VALDEZ

3. WHERE THE CONTRACT DOCUMENTS DO NOT ADDRESS REQUIRED CONSTRUCTION OR MATERIALS, 
THE CONTRACTOR SHALL PROVIDE THE MINIMUM REQUIRED TO MEET APPLICABLE CODES

4. SEE CEILING PLANS FOR LOCATIONS AND EXTENT OF REQUIRED FIRE RATED WALLS, TYP UNO
5. MAINTAIN CONTINUITY OF ALL RATED ASSEMBLIES THROUGH CONCEALED CONSTRUCTION
6. PROVIDE CONTINUOUS UL-LISTED PROTECTIVE SYSTEMS AT ALL WALL EDGES AND PENETRATIONS 

THROUGH RATED ASSEMBLIES
7. ARCHITECTURAL LEVELS AND ELEVATION VALUES ARE SHOWN IN RELATION TO FINISH FLOOR 

ELEVATION OF LEVEL 1 OF THE MAIN HOSPITAL
8. SEE MECH AND ELEC FOR THE EXTENT OF WORK REQUIREMENTS RELATED TO THOSE DISCIPLINES
9. CONTRACTOR TO COORDINATE WORK BETWEEN ALL TRADES
10. DIMENSIONS ARE TO FACE OF STUD OR FACE OF CONCRETE UNO
11. "CLEAR" DIMENSIONS ARE FROM FACE OF FINISH UNO (DESIGNATED WITH "CLEAR" OR "CLR")
12. PROVIDE SOLID BLOCKING FOR WALL & CEILING MOUNTED ACCESSORIES, TYPICAL THROUGHOUT
13. SEE SPECIFICATIONS DIVISION 1 FOR ADDITIONAL GENERAL CONSTRUCTION REQUIREMENTS, AND 

SPECIFICATIONS FOR GENERAL PRODUCT REQUIREMENTS
14. SEE SPECIFICATIONS FOR GENERAL REQUIREMENTS FOR CUTTING AND PATCHING OPERATIONS.  

UNLESS OTHERWISE APPROVED BY OWNER AND ARCHITECT FINISH MATERIALS AND COLOR ARE TO 
MATCH EXISTING.  

GENERAL DEMOLITION NOTES
1. WHERE EXISTING EXTERIOR ENVELOPE COMPONENTS ARE REMOVED DURING DEMOLITION, SECURE 

AND PROTECT EXPOSED INTERIOR AREAS AND ITEMS FROM WEATHER DAMAGE AND UNAUTHORIZED 
ACCESS.  PROVIDE TEMPORARY PROTECTION AND SECURITY AS NEEDED.  

2. SEE MECHANICAL AND ELECTRICAL DEMOLITION SHEETS FOR ADDITIONAL INFORMATION.
3. DASHED LINES IN PLANS GENERALLY INDICATE ITEMS TO BE REMOVED IN FULL OR PARTLY.  SHEET 

KEYNOTES PROVIDE MORE EXACT DESCRIPTION OF SELECTIVE DEMOLITION IN INDIVIDUAL AND TYPICAL 
INSTANCES.

4. COMPLETELY REMOVE ITEMS NOTED FOR FULL DEMOLITION TO ACCOMMODATE NEW WORK. 
5. AREAS INDICATED ARE NOT EXACT OR ABSOLUTE LIMITS, COORDINATE WITH NEW WORK AND OTHER 

DOCUMENTS TO DETERMINE EXACT LEVEL OF SELECTIVE DEMOLITION THAT MAY BE REQUIRED.  WHEN 
EXTENTS CANNOT BE DETERMINED, VERIFY WITH ARCHITECT AND/OR PROJECT ENGINEERS.

6. CAREFULLY CUT FLOORS, WALLS, AND CEILINGS WHERE NEW WORK INTERFACES WITH (E) BUILDING TO 
REMAIN.

7. PROTECT (E) ADJACENT ITEMS-TO-REMAIN FROM DAMAGE DURING CONSTRUCTION.
8. COODINATE W/ OWNER ON ITEMS TO BE SALVAGED IN EITHER A) OWNER TO REMOVE OFF SITE OR, B) 

OWNER TO MOVE TO ANOTHER AREA OF THE BUILDING, OR C) CONTRACTOR TO PROTECT AND SAVE 
FOR REINSTALLATION IN RENOVATED AREAS (LOCATIONS TBD BY OWNER).
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C.M.P. CORRUGATED METAL PIPE 
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ELEV ELEVATION 
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F.O.S. FACE OF STUD 
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FUT FUTURE 
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INT INTERIOR 
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KIT KITCHEN

LAB LABORATORY  
LAM LAMINATE OR LAMINATED 
LAV LAVATORY  
LB POUND 
LH LEFT HAND 
LL LIVE LOAD 
L.O.W. LIMITS OF WORK
L.P. LOW POINT

MAT'L MATERIAL  
MAX MAXIMUM 
MECH MECHANICAL 
MTL METAL  
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MISC MISCELLANEOUS 
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MULL MULLION

N NORTH
NE NORTHEAST 
NIC NOT IN CONTRACT 
NO NUMBER 
NOM NOMINAL 
NTS NOT TO SCALE
NW NORTHWEST

O OVER
O.C. ON CENTER 
O.D. OUTSIDE DIAMETER 
OFD OVERFLOW DRAIN
OFF OFFICE 
OFCI OWNER FURNISHED, 

CONTRACTOR INSTALLED
OFOI OWNER FURNISHED, 

OWNER INSTALLED
OH OVERHEAD 
OPNG OPENING 
OPP OPPOSITE

PARA PARALLEL
PART       PARTITION 
PERF     PERFORATED 
PERM     PERMANENT 
PERP       PERPENDICULAR 
P.I.C.     PRECAST INSULATED

CONCRETE 
PL         PLATE 
P.LAM      PLASTIC LAMINATE 
PLAST      PLASTER 
PLYWD      PLYWOOD 
PR        PAIR 
PREFAB     PREFABRICATED 
PRMA       PROTECTED MEMBRANE 

ROOF ASSEMBLY
PROJ       PROJECT 
PT        POINT  AND PAINT
P.T.       PRESERVATIVE TREATED
PTD        PAPER TOWEL DISPENSER
PVC POLYVINYL CHLORIDE

R RISER OR RADIUS
R.D. ROOF DRAIN
REF REFERENCE
REFR REFRIGERATOR
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REQ REQUIRED
R.H. RIGHT HAND
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RM ROOM
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R.O.W. RIGHT OF WAY
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R.H. RIGHT HAND
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RM ROOM
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S SOUTH
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SCHED SCHEDULE
SE SOUTHEAST
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SHT SHEET
SIM SIMILAR
SND SANITARY NAPKIN DISPENSER
SPEC SPECIFICATIONS
SQ SQUARE
S.S. SANITARY SEWER
S.ST. STAINLESS STEEL
STD STANDARD
STL STEEL 
STOR STORAGE 
STRUCT STRUCTURAL
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TV TELEVISION 
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ANCHORAGE
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VERT VERTICAL 
VEST VESTIBULE 
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W WEST 
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WP WATERPROOF 
WT WEIGHT
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CODE SUMMARY
SUMMARY OF WORK

REPLACEMENT OF EXISTING DOMESTIC WATER PIPING AT PROVIDENCE VALDEZ MEDICAL 
CENTER AND VALDEZ MEDICAL CLINIC.  WORK WILL INCLUDE ASSOCIATED DEMOLITION AND 
REINSTALLATION OF WALL AND CEILING FINISHES AS REQUIRED TO COMPLETE PLUMBING WORK 
AND MOLD ABATEMENT. THERE WILL BE NO CHANGES TO EGRESS AS PART OF THIS WORK.  
EXISTING FIRE-RATED ASSEMBLIES SHALL BE MAINTAINED EXCEPT WHERE NOTED BELOW.

OCCUPANCY SEPARATION IS BEING ADDED BETWEEN THE HOSPITAL AND THE EXISTING LONG 
TERM CARE WING.  WHILE THIS IS NOT REQUIRED BY CODE THE INTENT IS TO SIMPLIFY ANNUAL 
INSPECTIONS. THIS WILL INCLUDE UPGRADING THE EXISTING 1-HOUR SMOKE BARRIER TO A 2-
HOUR FIRE & SMOKE BARRIER.

ALL NEW WORK SHALL COMPLY WITH THE 2012 INTERNATIONAL BUILDING CODE, 2012 
INTERNATIONAL FIRE CODE, 2014 NATIONAL ELECTRICAL CODE, 2012 NATIONAL ELECTRICAL 
SAFETY CODE, 2015 UNIFORM PLUMBING CODE, 2012 LIFE SAFETY CODE (NFPA 101) AND ALL 
APPLICABLE STATE OF LOCAL AMMENDMENTS.  FIRE ALARM SYSTEMS SHALL BE MAINTAINED 
AND MODIFIED AS REQUIRED IN ACCORDANCE WITH THE 2010 NATIONAL FIRE ALARM AND 
SIGNALING CODE (NFPA 72).  AUTOMATIC SPRINKLER SYSTEM SHALL BE MAINTAINED AND 
MODIFIED AS REQUIRED IN ACCORDANCE WITH THE 2010 STANDARD FOR THE INSTALLATION OF 
SPRINKLER SYSTEMS (NFPA 13).

 EXISTING BUILDING INFORMATION
TYPE OF WORK: REMODEL
LEGAL DESCRIPTION: MEDICAL PARK SUBDIVISION, PLAT 2006-2, VALDEZ R.D.
SITE ADDRESS: 911 MEALS AVENUE
OWNER: CITY OF VALDEZ
CONSTRUCTION TYPE: HOSPITAL: II-A (NONCOMBUSTIBLE) CLINIC: V-B (COMBUSTIBLE)
OCCUPANCY: HOSPITA: I-2, HOSPITAL CLINIC: B, BUSINESS

             U, UTILITY
BUILDING AREA:

HOSPITAL: 56,150 S.F CLINIC: 6,000 S.F.
MAINT. BUILDING:   4,820 S.F.

SPRINKLER SYSTEM: EXISTING, NFPA 13
FIRE ALARM: EXISTING, NFPA 72

NOTE: AREAS ON THIS DRAWING DO NOT
CORRESPOND TO SMOKE COMPARTMENT 
DESIGNATIONS ON LIFE SAFETY PLANS. 
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H. REFERENCE FLOOR PLAN FOR USE DESCRIPTION
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LIFE SAFETY PLAN

MK

DAH

12/4/18

18030.01

 1/16" = 1'-0"A 0.2
1 LIFE SAFETY PLAN

EXISTING 1-HOUR SMOKE BARRIER TO BE 
UPGRADED TO A 2-HOUR FIRE/SMOKE 
BARRIER AS PART OF THIS PROJECT.

EXISTING 2-HOUR FIRE WALL
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SHEET NOTES

1 CUT OPNG IN BACK OF CABINET TO ACCESS MECH
VALVE(S) AND PIPING.  INSTALL PRE-MADE WALL PLATE
WITH VALVES PER MECH.

2 CUT OPNG IN TILE WALL AT NEAREST GROUT JOINT TO
ACCESS PIPING/VALVES.  AFTER MECH/ELEC WORK IS
COMPLETE, INSTALL NEW SS COVER.  CONTRACTOR
OPTION TO INSTALL REPLACEMENT TILE AND GROUT TO
MATCH (E).

3 CUT OPNG IN KITCHEN EQUIP BASE CABINET TO ACCESS
PIPING/VALVE AT WALL.  AFTER MECH/ELEC WORK IS
COMPLETE, INSTALL NEW SS COVER TO CONCEAL OPNG.

4 CUT OPNG IN TILE WALL AT NEAREST GROUT JOINT TO
DEMO FIXTURE COMPLETELY.  INSTALL NEW TILE TO
MATCH (E)

5 CUT OPNG IN GWB WALL TO ACCESS PIPING/VALVES.
AFTER MECH/ELEC WORK IS COMPLETE, REINSTALL NEW
SUBSTRATE AND FINISHES TO MATCH ADJACENT
SURFACES.  PAINT AS REQ'D

6 CUT OPNG(S) IN GWB WALL AS REQD TO ACCESS
PIPING/VALVES.  ACCESS ALL PLUMBING FIXTURES THIS
AREA FROM THIS SIDE ONLY.  INSTALL NEW GWB AND
FINISH TO MATCH (E). AT CONTRACTORS OPTION ACCESS
PANEL MAY BE INSTALLED IN LIEU OF NEW GWB FINISH.

7 CUT OPENING IN WALL TO ACCESS HOSE BIBB PIPING.
PATCH OPENING AND FINISH TO MATCH (E) AFTER MECH
WORK IS COMPLETE.  AT CONTRACTORS OPTION ACCESS
PANEL MAY BE INSTALLED IN LIEU OF NEW GWB FINISHES.
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 3/16" = 1'-0"A 1.1
1 Floor Plan - Area 'A'
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BIDDING NOTES

A WALL IDENTIFIED BY ENVIRONMENTAL TESTING
TO HAVE MOLD. HATCHED AREA INCLUDES
POTENTIAL REACH OF MOLD GROWTH, START
WORK AT THE WATER SOURCE.  SEE HAZARDOUS
MATERIAL SPECIFICATION FOR DETAILS.

B BASE BID, CLINIC TO BE PRICED SEPARATELY.
C ADDITIVE ALTERNATE #1. ALL WALL PIPING AND

SPECIFIC OVERHEAD PIPING, SEE MECHANICAL.
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• SEE CEILING PLANS FOR LOCATIONS OF FIRE RATED WALLS
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1 Floor Plan - Area 'B'

SHEET NOTES

1 REMOVE SINK CASEWORK APRON TO ACCESS
PIPING/VALVES.  AFTER MECH/ELEC WORK IS COMPLETE,
REINSTALL APRON.

2 CUT OPNG IN GWB WALL TO ACCESS PIPING/VALVES.
AFTER MECH/ELEC WORK IS COMPLETE, REINSTALL NEW
SUBSTRATE AND FINISHES TO MATCH ADJACENT
SURFACES.  PAINT AS REQ'D

3 (E) WALL ACCESS PANEL
4 CUT OPNG IN TILE WALL AT NEAREST GROUT JOINT TO

ACCESS PIPING/VALVES.  AFTER MECH/ELEC WORK IS
COMPLETE, INSTALL NEW SS COVER.  CONTRACTOR
OPTION TO INSTALL REPLACEMENT TILE AND GROUT TO
MATCH (E).

5 ACCESS PIPING/VALVES THROUGH VERTICAL CHASE
6 CUT OPNG(S) IN GWB WALL AS REQD TO ACCESS

PIPING/VALVES.  ACCESS ALL PLUMBING FIXTURES THIS
AREA FROM THIS SIDE ONLY.  INSTALL NEW GWB AND
FINISH TO MATCH (E). AT CONTRACTORS OPTION ACCESS
PANEL MAY BE INSTALLED IN LIEU OF NEW GWB FINISH.

7 CUT OPNG(S) IN GWB WALL AS REQD TO ACCESS
PIPING/VALVES.  ACCESS ALL PLUMBING FIXTURES THIS
AREA FROM THIS SIDE ONLY.  INSTALL NEW GWB AND
FINISH TO MATCH (E)
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BIDDING NOTES

A WALL IDENTIFIED BY ENVIRONMENTAL TESTING
TO HAVE MOLD. HATCHED AREA INCLUDES
POTENTIAL REACH OF MOLD GROWTH, START
WORK AT THE WATER SOURCE.  SEE HAZARDOUS
MATERIAL SPECIFICATION FOR DETAILS.

B BASE BID, CLINIC TO BE PRICED SEPARATELY.
C ADDITIVE ALTERNATE #1. ALL WALL PIPING AND

SPECIFIC OVERHEAD PIPING, SEE MECHANICAL.
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1 Floor Plan - Area 'C'

SHEET NOTES

1 CUT OPNG IN GWB WALL TO ACCESS PIPING/VALVES.
AFTER MECH/ELEC WORK IS COMPLETE, REINSTALL NEW
SUBSTRATE AND FINISHES TO MATCH ADJACENT
SURFACES.  PAINT AS REQ'D

2 CUT OPNG IN BACK OF CABINET TO ACCESS MECH
VALVE(S) AND PIPING.  INSTALL PRE-MADE WALL PLATE
WITH VALVES PER MECH.

3 CUT SMALLEST POSSIBLE OPNG IN VINYL-COVERED GWB
WALL TO ACCESS SHOWER VALVE.  AFTER MECH WORK IS
COMPLETE, INSTALL METAL COVER PLATE FINISHED IN
COLOR TBD BY OWNER

4 CUT OPNG IN TILE WALL AT NEAREST GROUT JOINT TO
ACCESS PIPING/VALVES.  AFTER MECH/ELEC WORK IS
COMPLETE, INSTALL NEW SS COVER.  CONTRACTOR
OPTION TO INSTALL REPLACEMENT TILE AND GROUT TO
MATCH (E).

5 CUT OPNG IN GWB WALL THROUGH CLOSET TO ACCESS
SHOWER PIPING/VALVES.  AFTER MECH WORK IS
COMPLETE, PATCH/REPAIR OPENING AND FINISH TO
MATCH ADJACENT SURFACES.  AT CONTRACTOR OPTION
INSTALL ACCESS PANEL MAY BE INSTALLED IN LIEU OF
NEW GWB/FINISH.

6 CUT OPNG IN BACK OF CABINET TO ACCESS MECH
VALVE(S) AND PIPING.  ACCESS BOTH FIXTURES FROM
ONE SIDE ONLY.  AFTER MECH WORK IS COMPLETE,
PATCH/REPAIR OPENING TO MATCH.  REMOVABLE SS
PANEL FITTED TO OPENING IS ACCEPTABLE REPAIR

7 HOSE BIBB, REMOVE/REINSTALL PER MECH.
PATCH/REPAIR WORK AREA TO MATCH (E) AND FINISH TO
MATCH
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BIDDING NOTES

A WALL IDENTIFIED BY ENVIRONMENTAL TESTING
TO HAVE MOLD. HATCHED AREA INCLUDES
POTENTIAL REACH OF MOLD GROWTH, START
WORK AT THE WATER SOURCE.  SEE HAZARDOUS
MATERIAL SPECIFICATION FOR DETAILS.

B BASE BID, CLINIC TO BE PRICED SEPARATELY.
C ADDITIVE ALTERNATE #1. ALL WALL PIPING AND

SPECIFIC OVERHEAD PIPING, SEE MECHANICAL.
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GENERAL FLOOR PLAN NOTES
• SEE CEILING PLANS FOR LOCATIONS OF FIRE RATED WALLS
• COORDINATE w/ MECH AND ELEC
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SHEET NOTES

1 CUT OPNG IN GWB WALL TO ACCESS PIPING/VALVES.
AFTER MECH/ELEC WORK IS COMPLETE, REINSTALL NEW
SUBSTRATE AND FINISHES TO MATCH ADJACENT
SURFACES.  PAINT AS REQ'D

2 CUT OPNG IN TILE WALL AT NEAREST GROUT JOINT TO
ACCESS PIPING/VALVES.  AFTER MECH/ELEC WORK IS
COMPLETE, INSTALL NEW SS COVER.  CONTRACTOR
OPTION TO INSTALL REPLACEMENT TILE AND GROUT TO
MATCH (E).

3 CUT OPNG IN GWB WALL THROUGH CLOSET TO ACCESS
SHOWER PIPING/VALVES.  AFTER MECH WORK IS
COMPLETE, PATCH/REPAIR OPENING AND FINISH TO
MATCH ADJACENT SURFACES.  AT CONTRACTOR OPTION
INSTALL ACCESS PANEL MAY BE INSTALLED IN LIEU OF
NEW GWB/FINISH.

4 CUT OPNG IN BACK OF CABINET TO ACCESS MECH
VALVE(S) AND PIPING.  INSTALL PRE-MADE WALL PLATE
WITH VALVES PER MECH.

5 CUT SMALLEST POSSIBLE OPNG IN VINYL-COVERED GWB
WALL TO ACCESS SHOWER VALVE.  AFTER MECH WORK IS
COMPLETE, INSTALL METAL COVER PLATE FINISHED IN
COLOR TBD BY OWNER

6 CUT OPNG(S) IN GWB WALL AS REQD TO ACCESS
PIPING/VALVES.  ACCESS ALL PLUMBING FIXTURES THIS
AREA FROM THIS SIDE ONLY.  INSTALL NEW GWB AND
FINISH TO MATCH (E). AT CONTRACTORS OPTION ACCESS
PANEL MAY BE INSTALLED IN LIEU OF NEW GWB FINISH.

7 REMOVE SINK CASEWORK APRON TO ACCESS
PIPING/VALVES.  AFTER MECH/ELEC WORK IS COMPLETE,
REINSTALL APRON.

8 (E) WALL ACCESS PANEL
9 REMOVE WATER FOUNTAIN ASSEMBLY TO ACCESS

CHASE.  REINSTALL AFTER M/E WORK COMPLETE AND
PATCH/REPAIR/REFINISH ANY DAMAGE TO AREA WHERE
FOUNTAIN WAS REMOVED

10 DISCONNECT WATER-ICE MACHINE PIPING AND
RECONNECT PER MECH.  (E) PIPING IS ROUTED BEHIND
BASE CABINETS AND TRAVERSES EXPOSED THROUGH
C104 AND INTO C101

11
12

KEYPLAN
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BIDDING NOTES

A WALL IDENTIFIED BY ENVIRONMENTAL TESTING
TO HAVE MOLD. HATCHED AREA INCLUDES
POTENTIAL REACH OF MOLD GROWTH, START
WORK AT THE WATER SOURCE.  SEE HAZARDOUS
MATERIAL SPECIFICATION FOR DETAILS.

B BASE BID, CLINIC TO BE PRICED SEPARATELY.
C ADDITIVE ALTERNATE #1. ALL WALL PIPING AND

SPECIFIC OVERHEAD PIPING, SEE MECHANICAL.
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GENERAL FLOOR PLAN NOTES
• SEE CEILING PLANS FOR LOCATIONS OF FIRE RATED WALLS
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SHEET NOTES

1 CUT OPNG IN GWB WALL TO ACCESS PIPING/VALVES.
AFTER MECH/ELEC WORK IS COMPLETE, REINSTALL NEW
SUBSTRATE AND FINISHES TO MATCH ADJACENT
SURFACES.  PAINT AS REQ'D

2 CUT OPNG IN TILE WALL AT NEAREST GROUT JOINT TO
ACCESS PIPING/VALVES.  AFTER MECH/ELEC WORK IS
COMPLETE, INSTALL NEW SS COVER.  CONTRACTOR
OPTION TO INSTALL REPLACEMENT TILE AND GROUT TO
MATCH (E).

3 REMOVE SINK CASEWORK APRON TO ACCESS
PIPING/VALVES.  AFTER MECH/ELEC WORK IS COMPLETE,
REINSTALL APRON.

4 CUT OPNG(S) IN GWB WALL AS REQD TO ACCESS
PIPING/VALVES.  ACCESS ALL PLUMBING FIXTURES THIS
AREA FROM THIS SIDE ONLY.  INSTALL NEW GWB AND
FINISH TO MATCH (E). AT CONTRACTORS OPTION ACCESS
PANEL MAY BE INSTALLED IN LIEU OF NEW GWB FINISH.

5 CUT OPNG IN BACK OF CABINET TO ACCESS MECH
VALVE(S) AND PIPING.  INSTALL PRE-MADE WALL PLATE
WITH VALVES PER MECH.

6 CUT OPNG IN BACK OF CABINET TO ACCESS MECH
VALVE(S) AND PIPING.  ACCESS BOTH FIXTURES FROM
ONE SIDE ONLY.  AFTER MECH WORK IS COMPLETE,
PATCH/REPAIR OPENING TO MATCH.  REMOVABLE SS
PANEL FITTED TO OPENING IS ACCEPTABLE REPAIR

7 HOSE BIBB, REMOVE/REINSTALL PER MECH.
PATCH/REPAIR WORK AREA TO MATCH (E) AND FINISH TO
MATCH

8 REMOVE WATER FOUNTAIN ASSEMBLY TO ACCESS
CHASE.  REINSTALL AFTER M/E WORK COMPLETE AND
PATCH/REPAIR/REFINISH ANY DAMAGE TO AREA WHERE
FOUNTAIN WAS REMOVED

9 CUT OPNG(S) IN GWB WALL AS REQD TO ACCESS
PIPING/VALVES.  ACCESS ALL PLUMBING FIXTURES THIS
AREA FROM THIS SIDE ONLY.  INSTALL NEW GWB AND
FINISH TO MATCH (E)

KEYPLAN

A

B

C

D

E
F
G
H

N

BIDDING NOTES

A WALL IDENTIFIED BY ENVIRONMENTAL TESTING
TO HAVE MOLD. HATCHED AREA INCLUDES
POTENTIAL REACH OF MOLD GROWTH, START
WORK AT THE WATER SOURCE.  SEE HAZARDOUS
MATERIAL SPECIFICATION FOR DETAILS.

B BASE BID, CLINIC TO BE PRICED SEPARATELY.
C ADDITIVE ALTERNATE #1. ALL WALL PIPING AND

SPECIFIC OVERHEAD PIPING, SEE MECHANICAL.
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GENERAL FLOOR PLAN NOTES
• SEE CEILING PLANS FOR LOCATIONS OF FIRE RATED WALLS
• COORDINATE w/ MECH AND ELEC
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SHEET NOTES

1 CUT OPNG IN GWB WALL TO ACCESS PIPING/VALVES.
AFTER MECH/ELEC WORK IS COMPLETE, REINSTALL NEW
SUBSTRATE AND FINISHES TO MATCH ADJACENT
SURFACES.  PAINT AS REQ'D

2 CUT OPNG IN TILE WALL AT NEAREST GROUT JOINT TO
ACCESS PIPING/VALVES.  AFTER MECH/ELEC WORK IS
COMPLETE, INSTALL NEW SS COVER.  CONTRACTOR
OPTION TO INSTALL REPLACEMENT TILE AND GROUT TO
MATCH (E).

3 CUT OPNG IN BACK OF CABINET TO ACCESS MECH
VALVE(S) AND PIPING.  INSTALL PRE-MADE WALL PLATE
WITH VALVES PER MECH.

4 CUT OPNG(S) IN GWB WALL AS REQD TO ACCESS
PIPING/VALVES.  ACCESS ALL PLUMBING FIXTURES THIS
AREA FROM THIS SIDE ONLY.  INSTALL NEW GWB AND
FINISH TO MATCH (E)

5 HOSE BIBB, REMOVE/REINSTALL PER MECH.
PATCH/REPAIR WORK AREA TO MATCH (E) AND FINISH TO
MATCH

6 CUT OPNG(S) IN GWB WALL AS REQD TO ACCESS
PIPING/VALVES.  ACCESS ALL PLUMBING FIXTURES THIS
AREA FROM THIS SIDE ONLY.  INSTALL NEW GWB AND
FINISH TO MATCH (E). AT CONTRACTORS OPTION ACCESS
PANEL MAY BE INSTALLED IN LIEU OF NEW GWB FINISH.

7 (E) WALL ACCESS PANEL
8 REMOVE LOCKERS AS REQD TO ACCESS WALL.  CUT

OPENING IN GWB WALL TO ACCESS PIPING/VALVES.
PATCH OPENING AND REINSTALL LOCKERS AFTER MECH
WORK COMPLETE
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BIDDING NOTES

A WALL IDENTIFIED BY ENVIRONMENTAL TESTING
TO HAVE MOLD. HATCHED AREA INCLUDES
POTENTIAL REACH OF MOLD GROWTH, START
WORK AT THE WATER SOURCE.  SEE HAZARDOUS
MATERIAL SPECIFICATION FOR DETAILS.

B BASE BID, CLINIC TO BE PRICED SEPARATELY.
C ADDITIVE ALTERNATE #1. ALL WALL PIPING AND

SPECIFIC OVERHEAD PIPING, SEE MECHANICAL.
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GENERAL FLOOR PLAN NOTES
• SEE CEILING PLANS FOR LOCATIONS OF FIRE RATED WALLS
• COORDINATE w/ MECH AND ELEC
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SHEET NOTES

1 CUT OPNG IN TILE WALL AT NEAREST GROUT JOINT TO
ACCESS PIPING/VALVES.  AFTER MECH/ELEC WORK IS
COMPLETE, INSTALL NEW SS COVER.  CONTRACTOR
OPTION TO INSTALL REPLACEMENT TILE AND GROUT TO
MATCH (E).

2 CUT OPNG(S) IN GWB WALL AS REQD TO ACCESS
PIPING/VALVES.  ACCESS ALL PLUMBING FIXTURES THIS
AREA FROM THIS SIDE ONLY.  INSTALL NEW GWB AND
FINISH TO MATCH (E). AT CONTRACTORS OPTION ACCESS
PANEL MAY BE INSTALLED IN LIEU OF NEW GWB FINISH.

3 (E) WALL ACCESS PANEL
4 HOSE BIBB, REMOVE/REINSTALL PER MECH.

PATCH/REPAIR WORK AREA TO MATCH (E) AND FINISH TO
MATCH

5 CUT OPNG IN BACK OF CABINET TO ACCESS MECH
VALVE(S) AND PIPING.  INSTALL PRE-MADE WALL PLATE
WITH VALVES PER MECH.

6 CUT OPNG IN GWB WALL TO ACCESS PIPING/VALVES.
AFTER MECH/ELEC WORK IS COMPLETE, REINSTALL NEW
SUBSTRATE AND FINISHES TO MATCH ADJACENT
SURFACES.  PAINT AS REQ'D

KEYPLAN
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BIDDING NOTES

A WALL IDENTIFIED BY ENVIRONMENTAL TESTING
TO HAVE MOLD. HATCHED AREA INCLUDES
POTENTIAL REACH OF MOLD GROWTH, START
WORK AT THE WATER SOURCE.  SEE HAZARDOUS
MATERIAL SPECIFICATION FOR DETAILS.

B BASE BID, CLINIC TO BE PRICED SEPARATELY.
C ADDITIVE ALTERNATE #1. ALL WALL PIPING AND

SPECIFIC OVERHEAD PIPING, SEE MECHANICAL.
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GENERAL FLOOR PLAN NOTES
• SEE CEILING PLANS FOR LOCATIONS OF FIRE RATED WALLS
• COORDINATE w/ MECH AND ELEC
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1 Floor Plan - Area 'H'

SHEET NOTES

1 CUT OPNG IN TILE WALL AT NEAREST GROUT JOINT TO
ACCESS PIPING/VALVES.  AFTER MECH/ELEC WORK IS
COMPLETE, INSTALL NEW SS COVER.  CONTRACTOR
OPTION TO INSTALL REPLACEMENT TILE AND GROUT TO
MATCH (E).

2 CUT OPNG IN GWB WALL TO ACCESS PIPING/VALVES.
AFTER MECH/ELEC WORK IS COMPLETE, REINSTALL NEW
SUBSTRATE AND FINISHES TO MATCH ADJACENT
SURFACES.  PAINT AS REQ'D

3 CUT OPNG(S) IN GWB WALL AS REQD TO ACCESS
PIPING/VALVES.  ACCESS ALL PLUMBING FIXTURES THIS
AREA FROM THIS SIDE ONLY.  INSTALL NEW GWB AND
FINISH TO MATCH (E). AT CONTRACTORS OPTION ACCESS
PANEL MAY BE INSTALLED IN LIEU OF NEW GWB FINISH.

4 CUT OPNG IN BACK OF CABINET TO ACCESS MECH
VALVE(S) AND PIPING.  INSTALL PRE-MADE WALL PLATE
WITH VALVES PER MECH.

5 HOSE BIBB, REMOVE/REINSTALL PER MECH.
PATCH/REPAIR WORK AREA TO MATCH (E) AND FINISH TO
MATCH

6 CUT OPNG(S) IN GWB WALL AS REQD TO ACCESS
PIPING/VALVES.  ACCESS ALL PLUMBING FIXTURES THIS
AREA FROM THIS SIDE ONLY.  INSTALL NEW GWB AND
FINISH TO MATCH (E)

7 CUT OPNG IN GWB WALL TO DEMO FIXTURE COMPLETELY.
INSTALL NEW GWB PATCH AND PAINT TO MATCH
ADJACENT (E) WALL FINISH
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BIDDING NOTES

A WALL IDENTIFIED BY ENVIRONMENTAL TESTING
TO HAVE MOLD. HATCHED AREA INCLUDES
POTENTIAL REACH OF MOLD GROWTH, START
WORK AT THE WATER SOURCE.  SEE HAZARDOUS
MATERIAL SPECIFICATION FOR DETAILS.

B BASE BID, CLINIC TO BE PRICED SEPARATELY.
C ADDITIVE ALTERNATE #1. ALL WALL PIPING AND

SPECIFIC OVERHEAD PIPING, SEE MECHANICAL.
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GENERAL FLOOR PLAN NOTES
• SEE CEILING PLANS FOR LOCATIONS OF FIRE RATED WALLS
• COORDINATE w/ MECH AND ELEC
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1 Floor Plan - Maintenance Building

SHEET NOTES

1 HOSE BIBB, REMOVE/REINSTALL PER MECH.
PATCH/REPAIR WORK AREA TO MATCH (E) AND
FINISH TO MATCH

2 CUT OPNG(S) IN GWB WALL AS REQD TO
ACCESS PIPING/VALVES.  ACCESS ALL
PLUMBING FIXTURES THIS AREA FROM THIS
SIDE ONLY.  INSTALL NEW GWB AND FINISH TO
MATCH (E). AT CONTRACTORS OPTION ACCESS
PANEL MAY BE INSTALLED IN LIEU OF NEW GWB
FINISH.

3 CUT OPNG IN GWB WALL TO ACCESS
PIPING/VALVES.  AFTER MECH/ELEC WORK IS
COMPLETE, REINSTALL NEW SUBSTRATE AND
FINISHES TO MATCH ADJACENT SURFACES.
PAINT AS REQ'D

N

BIDDING NOTES

A WALL IDENTIFIED BY ENVIRONMENTAL TESTING
TO HAVE MOLD. HATCHED AREA INCLUDES
POTENTIAL REACH OF MOLD GROWTH, START
WORK AT THE WATER SOURCE.  SEE HAZARDOUS
MATERIAL SPECIFICATION FOR DETAILS.

B BASE BID, CLINIC TO BE PRICED SEPARATELY.
C ADDITIVE ALTERNATE #1. ALL WALL PIPING AND

SPECIFIC OVERHEAD PIPING, SEE MECHANICAL.
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SUSPENDED ACT

GWB CEILING

OPEN TO STRUCTURE

REFLECTED CEILING PLAN LEGEND

REMOVE CLG TILE AND GRID SYS AS REQD TO COMPLETE WORK 
SHOWN IN MECH/ELEC DWGS.  REINSTALL TILE/GRID AFTER M/E 
WORK COMPLETE. INSTALL NEW TILE TO MATCH IF TILES ARE 
DAMAGED IN RENOVATION

REMOVE GWB CLG AS REQD TO COMPLETE WORK SHOWN IN 
MECH/ELEC DWGS.  INSTALL NEW GWB TO MATCH (E) AND PAINT 
TO MATCH ADJACENT GWB CLG

DO NOT REMOVE CLG TO COMPLETE MECH/ELEC WORK.  PIPING 
ELEMENTS TO PASS OVER THIS CEILING AND MAY BE ACCESSED 
FROM ADJACENT CEILING SPACES.

INDICATES CEILING AREA WHERE (E) PIPING IS CONCEALED 
ABOVE GWB CEILING TO BE ABANDONED IN PLACE.  COORD WITH 
MECH FOR MORE INFORMATION

1 HOUR FIRE BARRIER

1 HOUR SMOKE BARRIER

2 FIRE BARRIER

FIRE RATING KEY (FROM RECORD DRAWINGS)

NEW ACCESS PANEL IN GWB CLG AS REQD.  LOCATION TBD 
BY CONTRACTOR

EXISTING LEAD LINED WALL

REMOVE CEILING TILE AND GRID SYS AS REQD TO COMPLETE 
WORK SHOWN IN MECH/ELEC DWGS.  REINSTALL GRID AND 
INSTALL NEW CEILING TILE AFTER M/E/ WORK COMPLETE.

GENERAL CEILING NOTES
• EXISTING (E) BUILDING FIRE COMPARTMENTALIZATION INFORMATION 

(TYPES/LOCATIONS OF FIRE RATED CONSTRUCTION) TAKEN FROM 
RECORD DRAWINGS.  (SEE REFLECTED CEILING PLAN LEGEND)

• HATCHED/SHADED REGIONS (SEE REFLECTED CEILING PLAN LEGEND) 
SHOW GENERAL AREAS OF WORK TO OCCUR ABOVE CEILINGS.

• SEE MECH/ELEC FOR ADDITIONAL INFORMATION.
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1 Ceiling Plan - Area 'A'

SHEET NOTES

KEYPLAN
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BIDDING NOTES

A WALL IDENTIFIED BY ENVIRONMENTAL TESTING
TO HAVE MOLD. HATCHED AREA INCLUDES
POTENTIAL REACH OF MOLD GROWTH, START
WORK AT THE WATER SOURCE.  SEE HAZARDOUS
MATERIAL SPECIFICATION FOR DETAILS.

B BASE BID, CLINIC TO BE PRICED SEPARATELY.
C ADDITIVE ALTERNATE #1. ALL WALL PIPING AND

SPECIFIC OVERHEAD PIPING, SEE MECHANICAL.
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SUSPENDED ACT

GWB CEILING

OPEN TO STRUCTURE

REFLECTED CEILING PLAN LEGEND

REMOVE CLG TILE AND GRID SYS AS REQD TO COMPLETE WORK 
SHOWN IN MECH/ELEC DWGS.  REINSTALL TILE/GRID AFTER M/E 
WORK COMPLETE. INSTALL NEW TILE TO MATCH IF TILES ARE 
DAMAGED IN RENOVATION

REMOVE GWB CLG AS REQD TO COMPLETE WORK SHOWN IN 
MECH/ELEC DWGS.  INSTALL NEW GWB TO MATCH (E) AND PAINT 
TO MATCH ADJACENT GWB CLG

DO NOT REMOVE CLG TO COMPLETE MECH/ELEC WORK.  PIPING 
ELEMENTS TO PASS OVER THIS CEILING AND MAY BE ACCESSED 
FROM ADJACENT CEILING SPACES.

INDICATES CEILING AREA WHERE (E) PIPING IS CONCEALED 
ABOVE GWB CEILING TO BE ABANDONED IN PLACE.  COORD WITH 
MECH FOR MORE INFORMATION

1 HOUR FIRE BARRIER

1 HOUR SMOKE BARRIER

2 FIRE BARRIER

FIRE RATING KEY (FROM RECORD DRAWINGS)

NEW ACCESS PANEL IN GWB CLG AS REQD.  LOCATION TBD 
BY CONTRACTOR

EXISTING LEAD LINED WALL

REMOVE CEILING TILE AND GRID SYS AS REQD TO COMPLETE 
WORK SHOWN IN MECH/ELEC DWGS.  REINSTALL GRID AND 
INSTALL NEW CEILING TILE AFTER M/E/ WORK COMPLETE.

GENERAL CEILING NOTES
• EXISTING (E) BUILDING FIRE COMPARTMENTALIZATION INFORMATION 

(TYPES/LOCATIONS OF FIRE RATED CONSTRUCTION) TAKEN FROM 
RECORD DRAWINGS.  (SEE REFLECTED CEILING PLAN LEGEND)

• HATCHED/SHADED REGIONS (SEE REFLECTED CEILING PLAN LEGEND) 
SHOW GENERAL AREAS OF WORK TO OCCUR ABOVE CEILINGS.

• SEE MECH/ELEC FOR ADDITIONAL INFORMATION.
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BIDDING NOTES

A WALL IDENTIFIED BY ENVIRONMENTAL TESTING
TO HAVE MOLD. HATCHED AREA INCLUDES
POTENTIAL REACH OF MOLD GROWTH, START
WORK AT THE WATER SOURCE.  SEE HAZARDOUS
MATERIAL SPECIFICATION FOR DETAILS.

B BASE BID, CLINIC TO BE PRICED SEPARATELY.
C ADDITIVE ALTERNATE #1. ALL WALL PIPING AND

SPECIFIC OVERHEAD PIPING, SEE MECHANICAL.
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SUSPENDED ACT

GWB CEILING

OPEN TO STRUCTURE

REFLECTED CEILING PLAN LEGEND

REMOVE CLG TILE AND GRID SYS AS REQD TO COMPLETE WORK 
SHOWN IN MECH/ELEC DWGS.  REINSTALL TILE/GRID AFTER M/E 
WORK COMPLETE. INSTALL NEW TILE TO MATCH IF TILES ARE 
DAMAGED IN RENOVATION

REMOVE GWB CLG AS REQD TO COMPLETE WORK SHOWN IN 
MECH/ELEC DWGS.  INSTALL NEW GWB TO MATCH (E) AND PAINT 
TO MATCH ADJACENT GWB CLG

DO NOT REMOVE CLG TO COMPLETE MECH/ELEC WORK.  PIPING 
ELEMENTS TO PASS OVER THIS CEILING AND MAY BE ACCESSED 
FROM ADJACENT CEILING SPACES.

INDICATES CEILING AREA WHERE (E) PIPING IS CONCEALED 
ABOVE GWB CEILING TO BE ABANDONED IN PLACE.  COORD WITH 
MECH FOR MORE INFORMATION

1 HOUR FIRE BARRIER

1 HOUR SMOKE BARRIER

2 FIRE BARRIER

FIRE RATING KEY (FROM RECORD DRAWINGS)

NEW ACCESS PANEL IN GWB CLG AS REQD.  LOCATION TBD 
BY CONTRACTOR

EXISTING LEAD LINED WALL

REMOVE CEILING TILE AND GRID SYS AS REQD TO COMPLETE 
WORK SHOWN IN MECH/ELEC DWGS.  REINSTALL GRID AND 
INSTALL NEW CEILING TILE AFTER M/E/ WORK COMPLETE.

GENERAL CEILING NOTES
• EXISTING (E) BUILDING FIRE COMPARTMENTALIZATION INFORMATION 

(TYPES/LOCATIONS OF FIRE RATED CONSTRUCTION) TAKEN FROM 
RECORD DRAWINGS.  (SEE REFLECTED CEILING PLAN LEGEND)

• HATCHED/SHADED REGIONS (SEE REFLECTED CEILING PLAN LEGEND) 
SHOW GENERAL AREAS OF WORK TO OCCUR ABOVE CEILINGS.

• SEE MECH/ELEC FOR ADDITIONAL INFORMATION.

A
K
 C

o r
p.

 A
ut

ho
ri

za
tio

n 
A
EC

C
56

1

90
0 

W
. 

5t
h 

A
ve

nu
e ,

 S
ui

te
 4

03
A
nc

ho
ra

ge
, 

A
la

sk
a ,

 9
95

01
90

7.
27

2.
35

67

w
w

w
. a

rc
hi

te
ct

sa
la

sk
a.

co
m

0"
3"

2"
1"

SHEET:

--

DRAWING TITLE:

REVISIONS:

DWG FILE:

JOB NUMBER:

DATE:

CHECKED BY:

DRAWN BY:

HO
SP

IT
AL

 A
ND

 C
LI

NI
C 

PI
PI

NG
 R

EP
LA

CE
M

EN
T

91
1 M

EA
LS

 A
VE

., V
AL

DE
Z,

 A
LA

SK
A 

99
68

5
CI

TY
 O

F 
VA

LD
EZ

PR
OJ

EC
T 

#1
7-

31
0-

91
97

PR
OV

ID
EN

CE
 V

AL
DE

Z 
ME

DI
CA

L 
CE

NT
ER

S
R

A

A
nc

ho
ra

ge
, A

K
 9

95
03

P
ho

ne
 (9

07
) 2

76
-0

52
1

C
or

po
ra

te
 N

o.
: A

E
C

C
54

2

67
0 

W
es

t F
ire

we
ed

 L
an

e,
 S

ui
te

 2
00

ME
CH

AN
ICA

L A
ND

 EL
EC

TR
ICA

L C
ON

SU
LT

ING
 EN

GI
NE

ER
S

E
ng

in
ee

rin
g,

 In
c.

12
/4

/2
01

8 
2:

38
:2

9 
PM

W
:\2

01
8\

18
03

0.
01

 R
SA

 P
VM

C
 P

ip
in

g 
R

ep
la

ce
m

en
t\D

W
G

\2
17

02
 P

VM
C

.rv
t

A 3.3

Ceiling Plan - Area 'C'

MK

DAH

12/4/18

18030.01

 3/16" = 1'-0"A 3.3
2 Ceiling Plan - Area 'C'

SHEET NOTES

KEYPLAN

A

B

C

D

E
F
G
H

N

BIDDING NOTES

A WALL IDENTIFIED BY ENVIRONMENTAL TESTING
TO HAVE MOLD. HATCHED AREA INCLUDES
POTENTIAL REACH OF MOLD GROWTH, START
WORK AT THE WATER SOURCE.  SEE HAZARDOUS
MATERIAL SPECIFICATION FOR DETAILS.

B BASE BID, CLINIC TO BE PRICED SEPARATELY.
C ADDITIVE ALTERNATE #1. ALL WALL PIPING AND

SPECIFIC OVERHEAD PIPING, SEE MECHANICAL.
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SUSPENDED ACT

GWB CEILING

OPEN TO STRUCTURE

REFLECTED CEILING PLAN LEGEND

REMOVE CLG TILE AND GRID SYS AS REQD TO COMPLETE WORK 
SHOWN IN MECH/ELEC DWGS.  REINSTALL TILE/GRID AFTER M/E 
WORK COMPLETE. INSTALL NEW TILE TO MATCH IF TILES ARE 
DAMAGED IN RENOVATION

REMOVE GWB CLG AS REQD TO COMPLETE WORK SHOWN IN 
MECH/ELEC DWGS.  INSTALL NEW GWB TO MATCH (E) AND PAINT 
TO MATCH ADJACENT GWB CLG

DO NOT REMOVE CLG TO COMPLETE MECH/ELEC WORK.  PIPING 
ELEMENTS TO PASS OVER THIS CEILING AND MAY BE ACCESSED 
FROM ADJACENT CEILING SPACES.

INDICATES CEILING AREA WHERE (E) PIPING IS CONCEALED 
ABOVE GWB CEILING TO BE ABANDONED IN PLACE.  COORD WITH 
MECH FOR MORE INFORMATION

1 HOUR FIRE BARRIER

1 HOUR SMOKE BARRIER

2 FIRE BARRIER

FIRE RATING KEY (FROM RECORD DRAWINGS)

NEW ACCESS PANEL IN GWB CLG AS REQD.  LOCATION TBD 
BY CONTRACTOR

EXISTING LEAD LINED WALL

REMOVE CEILING TILE AND GRID SYS AS REQD TO COMPLETE 
WORK SHOWN IN MECH/ELEC DWGS.  REINSTALL GRID AND 
INSTALL NEW CEILING TILE AFTER M/E/ WORK COMPLETE.

GENERAL CEILING NOTES
• EXISTING (E) BUILDING FIRE COMPARTMENTALIZATION INFORMATION 

(TYPES/LOCATIONS OF FIRE RATED CONSTRUCTION) TAKEN FROM 
RECORD DRAWINGS.  (SEE REFLECTED CEILING PLAN LEGEND)

• HATCHED/SHADED REGIONS (SEE REFLECTED CEILING PLAN LEGEND) 
SHOW GENERAL AREAS OF WORK TO OCCUR ABOVE CEILINGS.

• SEE MECH/ELEC FOR ADDITIONAL INFORMATION.
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A WALL IDENTIFIED BY ENVIRONMENTAL TESTING
TO HAVE MOLD. HATCHED AREA INCLUDES
POTENTIAL REACH OF MOLD GROWTH, START
WORK AT THE WATER SOURCE.  SEE HAZARDOUS
MATERIAL SPECIFICATION FOR DETAILS.

B BASE BID, CLINIC TO BE PRICED SEPARATELY.
C ADDITIVE ALTERNATE #1. ALL WALL PIPING AND

SPECIFIC OVERHEAD PIPING, SEE MECHANICAL.
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REFLECTED CEILING PLAN LEGEND

REMOVE CLG TILE AND GRID SYS AS REQD TO COMPLETE WORK 
SHOWN IN MECH/ELEC DWGS.  REINSTALL TILE/GRID AFTER M/E 
WORK COMPLETE. INSTALL NEW TILE TO MATCH IF TILES ARE 
DAMAGED IN RENOVATION

REMOVE GWB CLG AS REQD TO COMPLETE WORK SHOWN IN 
MECH/ELEC DWGS.  INSTALL NEW GWB TO MATCH (E) AND PAINT 
TO MATCH ADJACENT GWB CLG

DO NOT REMOVE CLG TO COMPLETE MECH/ELEC WORK.  PIPING 
ELEMENTS TO PASS OVER THIS CEILING AND MAY BE ACCESSED 
FROM ADJACENT CEILING SPACES.

INDICATES CEILING AREA WHERE (E) PIPING IS CONCEALED 
ABOVE GWB CEILING TO BE ABANDONED IN PLACE.  COORD WITH 
MECH FOR MORE INFORMATION

1 HOUR FIRE BARRIER

1 HOUR SMOKE BARRIER

2 FIRE BARRIER

FIRE RATING KEY (FROM RECORD DRAWINGS)

NEW ACCESS PANEL IN GWB CLG AS REQD.  LOCATION TBD 
BY CONTRACTOR

EXISTING LEAD LINED WALL

REMOVE CEILING TILE AND GRID SYS AS REQD TO COMPLETE 
WORK SHOWN IN MECH/ELEC DWGS.  REINSTALL GRID AND 
INSTALL NEW CEILING TILE AFTER M/E/ WORK COMPLETE.

GENERAL CEILING NOTES
• EXISTING (E) BUILDING FIRE COMPARTMENTALIZATION INFORMATION 

(TYPES/LOCATIONS OF FIRE RATED CONSTRUCTION) TAKEN FROM 
RECORD DRAWINGS.  (SEE REFLECTED CEILING PLAN LEGEND)

• HATCHED/SHADED REGIONS (SEE REFLECTED CEILING PLAN LEGEND) 
SHOW GENERAL AREAS OF WORK TO OCCUR ABOVE CEILINGS.

• SEE MECH/ELEC FOR ADDITIONAL INFORMATION.
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BIDDING NOTES

A WALL IDENTIFIED BY ENVIRONMENTAL TESTING
TO HAVE MOLD. HATCHED AREA INCLUDES
POTENTIAL REACH OF MOLD GROWTH, START
WORK AT THE WATER SOURCE.  SEE HAZARDOUS
MATERIAL SPECIFICATION FOR DETAILS.

B BASE BID, CLINIC TO BE PRICED SEPARATELY.
C ADDITIVE ALTERNATE #1. ALL WALL PIPING AND

SPECIFIC OVERHEAD PIPING, SEE MECHANICAL.
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REMOVE CLG TILE AND GRID SYS AS REQD TO COMPLETE WORK 
SHOWN IN MECH/ELEC DWGS.  REINSTALL TILE/GRID AFTER M/E 
WORK COMPLETE. INSTALL NEW TILE TO MATCH IF TILES ARE 
DAMAGED IN RENOVATION

REMOVE GWB CLG AS REQD TO COMPLETE WORK SHOWN IN 
MECH/ELEC DWGS.  INSTALL NEW GWB TO MATCH (E) AND PAINT 
TO MATCH ADJACENT GWB CLG

DO NOT REMOVE CLG TO COMPLETE MECH/ELEC WORK.  PIPING 
ELEMENTS TO PASS OVER THIS CEILING AND MAY BE ACCESSED 
FROM ADJACENT CEILING SPACES.

INDICATES CEILING AREA WHERE (E) PIPING IS CONCEALED 
ABOVE GWB CEILING TO BE ABANDONED IN PLACE.  COORD WITH 
MECH FOR MORE INFORMATION

1 HOUR FIRE BARRIER

1 HOUR SMOKE BARRIER

2 FIRE BARRIER

FIRE RATING KEY (FROM RECORD DRAWINGS)

NEW ACCESS PANEL IN GWB CLG AS REQD.  LOCATION TBD 
BY CONTRACTOR

EXISTING LEAD LINED WALL

REMOVE CEILING TILE AND GRID SYS AS REQD TO COMPLETE 
WORK SHOWN IN MECH/ELEC DWGS.  REINSTALL GRID AND 
INSTALL NEW CEILING TILE AFTER M/E/ WORK COMPLETE.

GENERAL CEILING NOTES
• EXISTING (E) BUILDING FIRE COMPARTMENTALIZATION INFORMATION 

(TYPES/LOCATIONS OF FIRE RATED CONSTRUCTION) TAKEN FROM 
RECORD DRAWINGS.  (SEE REFLECTED CEILING PLAN LEGEND)

• HATCHED/SHADED REGIONS (SEE REFLECTED CEILING PLAN LEGEND) 
SHOW GENERAL AREAS OF WORK TO OCCUR ABOVE CEILINGS.

• SEE MECH/ELEC FOR ADDITIONAL INFORMATION.
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A WALL IDENTIFIED BY ENVIRONMENTAL TESTING
TO HAVE MOLD. HATCHED AREA INCLUDES
POTENTIAL REACH OF MOLD GROWTH, START
WORK AT THE WATER SOURCE.  SEE HAZARDOUS
MATERIAL SPECIFICATION FOR DETAILS.

B BASE BID, CLINIC TO BE PRICED SEPARATELY.
C ADDITIVE ALTERNATE #1. ALL WALL PIPING AND

SPECIFIC OVERHEAD PIPING, SEE MECHANICAL.
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REMOVE CLG TILE AND GRID SYS AS REQD TO COMPLETE WORK 
SHOWN IN MECH/ELEC DWGS.  REINSTALL TILE/GRID AFTER M/E 
WORK COMPLETE. INSTALL NEW TILE TO MATCH IF TILES ARE 
DAMAGED IN RENOVATION

REMOVE GWB CLG AS REQD TO COMPLETE WORK SHOWN IN 
MECH/ELEC DWGS.  INSTALL NEW GWB TO MATCH (E) AND PAINT 
TO MATCH ADJACENT GWB CLG

DO NOT REMOVE CLG TO COMPLETE MECH/ELEC WORK.  PIPING 
ELEMENTS TO PASS OVER THIS CEILING AND MAY BE ACCESSED 
FROM ADJACENT CEILING SPACES.

INDICATES CEILING AREA WHERE (E) PIPING IS CONCEALED 
ABOVE GWB CEILING TO BE ABANDONED IN PLACE.  COORD WITH 
MECH FOR MORE INFORMATION

1 HOUR FIRE BARRIER

1 HOUR SMOKE BARRIER

2 FIRE BARRIER

FIRE RATING KEY (FROM RECORD DRAWINGS)

NEW ACCESS PANEL IN GWB CLG AS REQD.  LOCATION TBD 
BY CONTRACTOR

EXISTING LEAD LINED WALL

REMOVE CEILING TILE AND GRID SYS AS REQD TO COMPLETE 
WORK SHOWN IN MECH/ELEC DWGS.  REINSTALL GRID AND 
INSTALL NEW CEILING TILE AFTER M/E/ WORK COMPLETE.

GENERAL CEILING NOTES
• EXISTING (E) BUILDING FIRE COMPARTMENTALIZATION INFORMATION 

(TYPES/LOCATIONS OF FIRE RATED CONSTRUCTION) TAKEN FROM 
RECORD DRAWINGS.  (SEE REFLECTED CEILING PLAN LEGEND)

• HATCHED/SHADED REGIONS (SEE REFLECTED CEILING PLAN LEGEND) 
SHOW GENERAL AREAS OF WORK TO OCCUR ABOVE CEILINGS.

• SEE MECH/ELEC FOR ADDITIONAL INFORMATION.
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BIDDING NOTES

A WALL IDENTIFIED BY ENVIRONMENTAL TESTING
TO HAVE MOLD. HATCHED AREA INCLUDES
POTENTIAL REACH OF MOLD GROWTH, START
WORK AT THE WATER SOURCE.  SEE HAZARDOUS
MATERIAL SPECIFICATION FOR DETAILS.

B BASE BID, CLINIC TO BE PRICED SEPARATELY.
C ADDITIVE ALTERNATE #1. ALL WALL PIPING AND

SPECIFIC OVERHEAD PIPING, SEE MECHANICAL.
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REFLECTED CEILING PLAN LEGEND

REMOVE CLG TILE AND GRID SYS AS REQD TO COMPLETE WORK 
SHOWN IN MECH/ELEC DWGS.  REINSTALL TILE/GRID AFTER M/E 
WORK COMPLETE. INSTALL NEW TILE TO MATCH IF TILES ARE 
DAMAGED IN RENOVATION

REMOVE GWB CLG AS REQD TO COMPLETE WORK SHOWN IN 
MECH/ELEC DWGS.  INSTALL NEW GWB TO MATCH (E) AND PAINT 
TO MATCH ADJACENT GWB CLG

DO NOT REMOVE CLG TO COMPLETE MECH/ELEC WORK.  PIPING 
ELEMENTS TO PASS OVER THIS CEILING AND MAY BE ACCESSED 
FROM ADJACENT CEILING SPACES.

INDICATES CEILING AREA WHERE (E) PIPING IS CONCEALED 
ABOVE GWB CEILING TO BE ABANDONED IN PLACE.  COORD WITH 
MECH FOR MORE INFORMATION

1 HOUR FIRE BARRIER

1 HOUR SMOKE BARRIER

2 FIRE BARRIER

FIRE RATING KEY (FROM RECORD DRAWINGS)

NEW ACCESS PANEL IN GWB CLG AS REQD.  LOCATION TBD 
BY CONTRACTOR

EXISTING LEAD LINED WALL

REMOVE CEILING TILE AND GRID SYS AS REQD TO COMPLETE 
WORK SHOWN IN MECH/ELEC DWGS.  REINSTALL GRID AND 
INSTALL NEW CEILING TILE AFTER M/E/ WORK COMPLETE.

GENERAL CEILING NOTES
• EXISTING (E) BUILDING FIRE COMPARTMENTALIZATION INFORMATION 

(TYPES/LOCATIONS OF FIRE RATED CONSTRUCTION) TAKEN FROM 
RECORD DRAWINGS.  (SEE REFLECTED CEILING PLAN LEGEND)

• HATCHED/SHADED REGIONS (SEE REFLECTED CEILING PLAN LEGEND) 
SHOW GENERAL AREAS OF WORK TO OCCUR ABOVE CEILINGS.

• SEE MECH/ELEC FOR ADDITIONAL INFORMATION.
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Ceiling Plan - Area 'H'

MK

DAH

12/4/18

18030.01

 3/16" = 1'-0"A 3.8
2 Ceiling Plan - Area 'H'

SHEET NOTES

KEYPLAN

A

B

C

D

E
F
G
H

N

C

BIDDING NOTES

A WALL IDENTIFIED BY ENVIRONMENTAL TESTING
TO HAVE MOLD. HATCHED AREA INCLUDES
POTENTIAL REACH OF MOLD GROWTH, START
WORK AT THE WATER SOURCE.  SEE HAZARDOUS
MATERIAL SPECIFICATION FOR DETAILS.

B BASE BID, CLINIC TO BE PRICED SEPARATELY.
C ADDITIVE ALTERNATE #1. ALL WALL PIPING AND

SPECIFIC OVERHEAD PIPING, SEE MECHANICAL.



8'-0"

8'-0"

8'-0"

9'-0"

9'-0"

9'-0"

NO CEILING
NO CEILING

NO CEILING

NO CEILING

NO CEILING

DISTRIBUTION PANEL-
EMERGENCY EQUIPMENT

SWITCHBOARD-EMSB
EMERGENCY MAIN MAIN

AAA A
TRANSFER

SWITCHBOARD-
MSB

AUTOMATIC

SWITCHES

EDPQ1

M107

M109

M104

M110

M103

M102

M100

M106

M108

M105

M101

GARAGE

MECHANICAL/
POWER PLANT

TRAINING/
BREAK RM

ENGINE
GENERATOR

TOILET

LOCKER RM.

PASSAGE

BIO-MED
SHOP

MAINT. SHOP/
PARTS STORAGE

JAN. CL.

MAINT.
OFFICE

EXTERIOR METER

MAIN SWITCHBOARD-MSB

LO
UV

ER

LOUVER

M

SUSPENDED ACT

GWB CEILING

OPEN TO STRUCTURE

REFLECTED CEILING PLAN LEGEND

REMOVE CLG TILE AND GRID SYS AS REQD TO COMPLETE WORK 
SHOWN IN MECH/ELEC DWGS.  REINSTALL TILE/GRID AFTER M/E 
WORK COMPLETE. INSTALL NEW TILE TO MATCH IF TILES ARE 
DAMAGED IN RENOVATION

REMOVE GWB CLG AS REQD TO COMPLETE WORK SHOWN IN 
MECH/ELEC DWGS.  INSTALL NEW GWB TO MATCH (E) AND PAINT 
TO MATCH ADJACENT GWB CLG

DO NOT REMOVE CLG TO COMPLETE MECH/ELEC WORK.  PIPING 
ELEMENTS TO PASS OVER THIS CEILING AND MAY BE ACCESSED 
FROM ADJACENT CEILING SPACES.

INDICATES CEILING AREA WHERE (E) PIPING IS CONCEALED 
ABOVE GWB CEILING TO BE ABANDONED IN PLACE.  COORD WITH 
MECH FOR MORE INFORMATION

1 HOUR FIRE BARRIER

1 HOUR SMOKE BARRIER

2 FIRE BARRIER

FIRE RATING KEY (FROM RECORD DRAWINGS)

NEW ACCESS PANEL IN GWB CLG AS REQD.  LOCATION TBD 
BY CONTRACTOR

EXISTING LEAD LINED WALL

REMOVE CEILING TILE AND GRID SYS AS REQD TO COMPLETE 
WORK SHOWN IN MECH/ELEC DWGS.  REINSTALL GRID AND 
INSTALL NEW CEILING TILE AFTER M/E/ WORK COMPLETE.

4.

3.

2.

1.

A.
B. C.

C

C

C

C

GENERAL CEILING NOTES
• EXISTING (E) BUILDING FIRE COMPARTMENTALIZATION INFORMATION 

(TYPES/LOCATIONS OF FIRE RATED CONSTRUCTION) TAKEN FROM 
RECORD DRAWINGS.  (SEE REFLECTED CEILING PLAN LEGEND)

• HATCHED/SHADED REGIONS (SEE REFLECTED CEILING PLAN LEGEND) 
SHOW GENERAL AREAS OF WORK TO OCCUR ABOVE CEILINGS.

• SEE MECH/ELEC FOR ADDITIONAL INFORMATION.
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Ceiling Plan - Maintenance
Building

MK

DAH

12/4/18

18030.01

 3/16" = 1'-0"A 3.9
1 Ceiling Plan - Maintenance Building

SHEET NOTES

N

BIDDING NOTES

A WALL IDENTIFIED BY ENVIRONMENTAL TESTING
TO HAVE MOLD. HATCHED AREA INCLUDES
POTENTIAL REACH OF MOLD GROWTH, START
WORK AT THE WATER SOURCE.  SEE HAZARDOUS
MATERIAL SPECIFICATION FOR DETAILS.

B BASE BID, CLINIC TO BE PRICED SEPARATELY.
C ADDITIVE ALTERNATE #1. ALL WALL PIPING AND

SPECIFIC OVERHEAD PIPING, SEE MECHANICAL.
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A 4.1

2-HOUR FIRE BARRIER,
PLANS

MK

DAH

12/4/18

18030.01

 3/8" = 1'-0"A 4.1
1 ENLARGED FLOOR PLAN

SHEET NOTES

1 REINSTALL CASEWORK.
2 REMOVE CASEWORK AS NECESSARY FOR INSTALLATION OF FIRE BARRIER, MODIFY AS REQUIRED FOR

INSTALLATION IN SAME LOCATION.
3 REINSTALL PLUMBING FIXTURE. COORD w/ MECH
4 REINSTALL TOILET ACCESSORIES.
5 INSTALL NEW 90 MINUTE RATED DOOR AND FRAME.
6 REPAIR PARTITION WITH GYPSUM WALLBOARD AND METAL STUD FRAMING.  FINISH TO MATCH EXISTING.
7 REMOVE PLUMBING FIXTURE, STORE FOR REINSTALLATION IN SAME LOCATION.  COORD w/ MECH
8 DEMOLISH EXISTING TILE AS NECESSARY FOR INSTALLATION OF FIRE BARRIER.
9 DEMOLISH PARTITION AS NECESSARY FOR INSTALLATION OF FIRE BARRIER
10 REMOVE TOILET ACCESSORIES, STORE FOR REINSTALLATION IN SAME LOCATION.
11 REMOVE DOOR, FRAME, AND DOOR HARDWARE.  TURN OVER DOOR AND FRAME TO OWNER, STORE DOOR

HARDWARE FOR REUSE IN SAME LOCATION.

 3/8" = 1'-0"A 4.1
2 DEMO ENLARGED FLOOR PLAN



EXISTING 5/8" TYPE X 
GYPSUM WALLBOARD

EXISTING ROOF ASSEMBLY

EXISTING 5/8" TYPE X GYPSUM 
WALLBOARD TO BE REMOVED

EXISTING DEFLECTION TRACK

EXISTING 3-5/8" METAL 
STUDS 25 GAUGE (MIN)

NOTE: CONTRACTOR TO FIELD VERIFY EXISTING CONDITIONS. EXISTING 
BUILDING INFORMATION IS BASED ON ORGINAL CONSTRUCTION DOCUMENTS 
AND CAUSUAL ON-SITE OBSERVATIONS. 

EXISTING 5/8" TYPE X GYPSUM WALLBOARD

EXISTING ROOF ASSEMBLY

(3) LAYERS 5/8" TYPE X GYPSUM WALLBOARD

FIRETRAK SL TRACK.  COORDINATE SIZE WITH MANUFACTURER 
BASED ON AS-BUILT DIMENSIONS OF THE EXISTING TRACK.

EXISTING 3-5/8" METAL STUDS 25 GAUGE (MIN) @ 24" O.C.

NOTE: CONTRACTOR TO FIELD VERIFY EXISTING CONDITIONS. EXISTING 
BUILDING INFORMATION IS BASED ON ORGINAL CONSTRUCTION DOCUMENTS 
AND CAUSUAL ON-SITE OBSERVATIONS.  

FIRE TEST: UL DESIGN HW-D-0060

(2) LAYERS 5/8" TYPE X GYPSUM WALLBOARD OVER EXISTING 
GYPSUM WALLBOARD

EXISTING 
DEFLECTION 

TRACK

FIRE RATED GYPSUM JOINT 
COMPOUND OR FIRE CAULK

EXISTING PARITION TO REMAIN

REPAIR PARTITION WITH GYPSUM 
WALLBOARD AND METAL STUD 
FRAMING.  FINISH TO MATCH EXISTING.

NEW DOOR AND FRAME

(2) LAYERS TYPE (X) GYPSUM 
WALLBOARD OVER EXISTING 1-HOUR 
RATED WALL

1" X 1" STAINLESS STEEL CORNER GUARD

2-
H

O
U

R

NON-RATED OR 1-HOUR

2-HOUR

(2) LAYERS TYPE (X) GYPSUM WALLBOARD 
OVER EXISTING 1-HOUR RATED WALL

REPAIR PARTITION WITH GYPSUM 
WALLBOARD AND METAL STUD FRAMING.  
FINISH TO MATCH EXISTING.

1" X 1" STAINLESS STEEL CORNER GUARD

EXISTING PARTITION TO REMAIN

PARTITION TYPES

PARTITION TYPES LEGEND
GENERAL CONSTRUCTION (WOOD, METAL, 
CONCRETE/MASONRY)
FIRE RATING (F) /ACOUSTIC RATING (A)

FIRE RATING TIME PERIOD

VARIATION IN GENERAL 
CONSTRUCTION

M1F2

M1F2

(2) LAYERS 5/8" TYPE "X" GWB

EXISTING 1-HOUR WALL ASSEMBLY: 
• (1) LAYER 5/8" TYPE "X" GWB 

EACH SIDE
• 3-5/8", 25GA (MIN) METAL STUD 

FRAMING @ 2'-0" O.C. (MAX)
• FULL CAVITY BATT INSULATION

PARTITION TYPES NOTES
1. SEE DETAIL 2/A5.1 FOR TYPICAL HEAD OF WALL DETAIL.

2. EXISTING WALL ASSEMBLY BASED ON ORGINAL OWNER FURNISHED DESIGN DRAWINGS AND 
VISUAL INSPECTION.  CONTRACTOR TO FIELD VERIFY EXISTING CONDITIONS AND NOTIFY 
ARCHITECT IF DISCREPENSIES ARE FOUND.

3. CONTRACTOR SHALL BE RESPONSIBLE FOR MAINTAINING THE INTEGRITY OF EXISTING FIRE 
RATED ASSEMBLIES INCLUDING FLOORS, CEILING, AND PARTITIONS.  ALL PENETRATIONS IN FIRE 
RATED ASSEMBLIES SHALL BE PROTECTED BY AN APPROVED AND LISTED THROUGH 
PENETRATION FIRE STOP SYSTEM.

4. ALL GYPSUM WALLBOARD TO BE 5/8", TYPE X.

5. METAL FRAMING TO BE 20GA MINIMUM UNLESS NOTED OTHERWISE.

FIRE TEST: UL DESIGN NO. U408

M2F2

(1) LAYER 5/8" TYPE "X" GWB

EXISTING 1-HOUR WALL ASSEMBLY: 
• (1) LAYER 5/8" TYPE "X" GWB 

EACH SIDE
• 3-5/8", 25GA (MIN) METAL STUD 

FRAMING @ 2'-0" O.C. (MAX)
• FULL CAVITY BATT INSULATION

FIRE TEST: UL DESIGN NO. U408

(1) LAYER 5/8" TYPE "X" GLASS-MAT 
FACED GYPSUM BACKER BOARD

CERAMIC TILE, MATCH EXISTING
DOOR TYPES

1 2

3'
 - 

7"
 M

A
X

2'
 - 

0"

SE
E 

SC
H

ED
U

LE

4"

EQ EQ

SEE SCHEDULE

SE
E 

SC
H

ED
U

LE

SEE SCHEDULE

TEMPERED 
SAFETY 
GLAZING

4"

FRAME TYPES

A
2"

SEE SCHEDULE 2"2"

SE
E 

SC
H

ED
U

LE

DOOR NOTES
1. REUSE EXISTING DOOR HARDWARE.  IF EXISTING DOOR 
HARDWARE CANNOT BE REUSED MATCH EXISTING.

2. FIRE RATED DOORS AND HARDWARE SHALL COMPLY 
WITH NFPA 80.

3. FINISH COLOR TO MATCH EXISTING.
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A 5.1

DETAILS

MK

DAH

12/4/18

18030.01

 3" = 1'-0"A 5.1
1 HEAD OF WALL DETAIL - DEMO

 3" = 1'-0"A 5.1
2 HEAD OF WALL DETAIL - NEW

 3" = 1'-0"A 5.1
3 DOOR DETAIL - PLAN VIEW

 3" = 1'-0"A 5.1
4 WALL PRIORITY DETAIL

DOOR SCHEDULE

DOOR #

DOOR FRAME
FIRE

RATING
HARDWA

RE NOTE
SIZE

TYPE MATERIAL FINISH COLOR TYPE
MATERIA

L  FINISH COLORWIDTH HEIGHT THICKNESS

118-1 3' - 0" 7' - 0" 1 3/4" 1 WD ST M/E A HM PT M/E 90 MIN REUSE
120-1 4' - 0" 7' - 0" 1 3/4" 1 WD ST M/E A HM PT M/E 90 MIN REUSE
122-1 7' - 6" 7' - 0" 1 3/4" 2 WD ST M/E A HM PT M/E 90 MIN REUSE
141-1 7' - 6" 7' - 0" 1 3/4" 2 WD ST M/E A HM PT M/E 90 MIN REUSE
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ABBREVIATIONS,

RENOVATION NOTES
DEMOLITION AND

LEGENDS, 

L7050-MSERIES

WJP

AWW

ABBREVIATIONS

LOGIC

PIPING LEGEND DUCTWORK LEGEND

DEMOLITION NOTES: DEMOLITION FLAG NOTES: RENOVATION  NOTES: RENOVATION FLAG NOTES:

3
M3.1

2
M3.1

BIDDING NOTES:

1
M3.1

4
M3.1
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SCHEMATICS 
AND DETAILS

MECHANICAL 

L7050-MSERIES

WJP

TTG

4 PP-R PIPING FIRE BARRIER PENETRATION DETAIL
NO SCALE

2 SUB STERILE EXISTING EQUIPMENT SCHEMATICS 
NO SCALE

3 SOILED WORKROOM EXISTING EQUIPMENT SCHEMATICS
NO SCALE

1 PREFABRICATED STAINLESS TRANSITION PLATES
NO SCALE

 GENERAL NOTES:

3. Pipe and Equipment Covering Materials* - Nom 1-1/2 in. (25 mm) thick hollow cylindrical heavy density (min 3.5 pcf or 56
kg/m3) glass fiber units jacketed on the outside with an all service jacket. Longitudinal joints sealed with metal fasteners or
factory-applied self-sealing lap tape. Transverse joints secured with metal fasteners or with butt tape supplied with the product.
The annular space within the firestop system shall be a nom 3/16 in. (14.3 mm).
See Pipe and Equipment Covering - Materials (BRGU) category in the Building Materials Directory for names of
manufacturers. Any pipe covering material meeting the above specifications and bearing the UL Classification Marking
with a Flame Spread Index of 25 or less and a Smoke Developed Index of 50 or less may be used.

4. Firestop System - The firestop system shall consist of the following:
A. Fill, Void or Cavity Material* - Wrap Strip - Nom 1/8 in. (3.2 mm) or 3/16 in. (4.8 mm) thick intumescent material faced on

both sides with a plastic film, supplied in 2 in. (51 mm) wide strips. One layer of wrap strip wrapped around the through
penetrant with the ends butted and held in place by means of foil tape. The wrap strip is slid along the through penetrant into
annulus such that the trailing edge protrudes nominal 1/4 in. (6 mm) from the wall. One wrap strip to be installed on each
side of wall.
SPECIFIED TECHNOLOGIES INC - SpecSeal BLU Wrap Strip, SpecSeal BLU2 Wrap Strip

B. Fill, Void or Cavity Material* - Sealant - When an annular space is present between the wrap strip and opening, a min 5/8
in. (16 mm) depth of sealant shall be applied into the annular space flush with both sides of the wall. A min 1/4 in. (6 mm)
bead of sealant applied at wrap strip/wall interface on both sides of the wall.
SPECIFIED TECHNOLOGIES INC - SpecSeal SSS Sealant, SpecSeal LCI Sealant
* Indicates such products shall bear the UL or cUL Certification Mark for jurisdictions employing the UL or cUL Certification

(such as Canada), respectively.

ANSI/UL1479 (ASTM E814)
F Ratings - 1 and 2 Hr (See Item 1)

T Ratings - 1 and 1-3/4 Hr (See Item 2)
L Ratings @ Ambient - Less Than 1 CFM/sq ft

L Ratings @ 400 F - Less Than 1 CFM/sq ft

1B

A

4B
2

3

2
4A

A

3

1A

Section A-A

1. Wall Assembly - The 1 or 2 hr fire-rated gypsum board/stud wall assembly shall be constructed of the materials and in the
manner described in the individual U400, V400 or W400 Series Wall or Partition Design in the UL Fire Resistance Directory and
shall include the following construction features:
A. Studs - Wall framing may consist of steel channel studs. Steel studs to be min 3-1/2 in. (89 mm) wide and spaced max 24

in. (610 mm) OC.
B. Gypsum Board* - Gypsum board type, thickness, number of layers, and orientation shall be as specified in the individual

Wall and Partition Design. Opening diameter is max 4-3/4 in. (121 mm).
The hourly F Rating of the firestop system is equal to the hourly fire rating of the wall assembly in which it is
installed.

2. Through Penetrant - One nonmetallic pipe to be installed within the opening. Pipe to be rigidly supported on both sides of the
wall assembly. The following types and sizes of nonmetallic pipe may be used:
A. Polypropylene (PP) Pipe - Nom 1 in. (25 mm) diam (or smaller) Sch. 80 PP pipe for use in closed (process or supply)

piping systems.
B. Polypropylene (PP) Pipe - Nom 1 in. (25 mm) diam (or smaller) SDR 11 PP pipe for use in closed (process or supply)

piping systems.
C. Polypropylene (PP) Pipe - Nom 1 in. (25 mm) diam (or smaller) SDR 7.4 PP pipe for use in closed (process or supply)

piping systems.
D. Polypropylene (PP) Pipe - Nom 1 in. (25 mm) diam (or smaller) Aquatherm SDR 11 PP pipe for use in closed (process or

supply) piping systems.
E. Polypropylene (PP) Pipe - Nom 1 in. (25 mm) diam (or smaller) Aquatherm SDR 7.4 PP pipe for use in closed (process or

supply) piping systems.
The hourly T Rating of the firestop system depends on the pipe schedule and the hourly F Rating of the wall
assembly. For SDR 7.4 pipes, the T Rating is 1 Hr for 1 Hr F Rated wall assemblies and 1-1/2 Hr for 2 Hr F Rated
wall assemblies. For SDR 11 pipe, the T Rating is 1 Hr for 1 Hr F Rated wall assemblies and 1-3/4 Hr for 2 Hr F Rated
wall assemblies.

4A

4B
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3.2M

DETAILS 
PLUMBING 

L7050-MSERIES

WJP

TTG

3 COUNTER SINK WITH DRAIN BOARDS (SK-5)
1" = 1'-0"2 WITH OFFSET BEDPAN WASHER (WC-3)

1" = 1'-0"

FLUSH VALVE WATER CLOSET

1 ADA FLUSH VALVE WATER CLOSET (WC-1)
1" = 1'-0"

4 ADA URINAL (UR-1)
1" = 1'-0" 5 WALL HUNG LAVATORY (L-1)

1" = 1'-0"

(MURRO)

6 COUNTER LAVATORY (L-2)
1" = 1'-0" 7 SINK (TYPICAL)

1" = 1'-0" 8 SCRUB SINK (SC-1)
1" = 1'-0"

9 WITH BED PAN WASHER
1" = 1'-0" 10 PLASTER SERVICE SINK (SK-4)

1" = 1'-0"

CLINIC SERVICE SINK (SS-4)

10 DOUBLE COMPARTMENT SINK (TYP)
1" = 1'-0" 11 ELECTRIC WATER COOLER

1" = 1'-0"
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1.1E

AREA 'A' & LEGEND
ELECTRICAL PLAN

L7050-ESERIES

DB

DB

1 ELECTRICAL PLAN - AREA A
3/16" = 1'-0"

LEGEND GENERAL NOTES:

SHEET NOTES:

BIDDING NOTES:
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1.2E

AREA 'B'
ELECTRICAL PLAN

L7050-ESERIES

DB

DB

1 ELECTRICAL PLAN - AREA B
3/16" = 1'-0"

GENERAL NOTES:

SHEET NOTES:

BIDDING NOTES:
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1.3E

AREA 'C'
ELECTRICAL PLAN

L7050-ESERIES

DB

DB

1 ELECTRICAL PLAN - AREA C
3/16" = 1'-0"

GENERAL NOTES:

SHEET NOTES:

BIDDING NOTES:
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1.4E

AREA 'D'
ELECTRICAL PLAN

L7050-ESERIES

DB

DB

1 ELECTRICAL PLAN - AREA D
3/16" = 1'-0"

GENERAL NOTES:

SHEET NOTES:

BIDDING NOTES:
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1.5E

AREA 'E'
ELECTRICAL PLAN

L7050-ESERIES

DB

DB

1 ELECTRICAL PLAN - AREA E
3/16" = 1'-0"

GENERAL NOTES:

SHEET NOTES:

BIDDING NOTES:
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1.6E

AREA 'F'
ELECTRICAL PLAN

L7050-ESERIES

DB

DB

1 ELECTRICAL PLAN - AREA F
3/16" = 1'-0"

GENERAL NOTES:

SHEET NOTES:

BIDDING NOTES:
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1.7E

AREA 'G'
ELECTRICAL PLAN

L7050-ESERIES

DB

DB

1 ELECTRICAL PLAN - AREA G
3/16" = 1'-0"

GENERAL NOTES:

SHEET NOTES:

BIDDING NOTES:
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1.8E

AREA 'H'
ELECTRICAL PLAN

L7050-ESERIES

DB

DB

1 ELECTRICAL PLAN - AREA H
3/16" = 1'-0"

GENERAL NOTES:

SHEET NOTES:

BIDDING NOTES:
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1.9E

PENTHOUSE
ELECTRICAL PLAN

L7050-ESERIES

DB

DB

1 ELECTRICAL PLAN - PENTHOUSE
3/16" = 1'-0"

GENERAL NOTES:

SHEET NOTES:

BIDDING NOTES:
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